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Note
Sheet #1; B. Steam: Deleted second row.   Added: "Dynamic Pressure (See note 5): MDD Units - 50-55 PSIG (3.45-3.79 BAR) Dynamic Non-MDD Units - 50-80 PSIG (3.45-552 BAR) DynamicSheet #2: Renumbered General Domestic Notes (5-10) to (6-11)Added Note #5 per mark-up drawing:5.  Facility must provide regulated steam pressure in the dynamic range specified. Failure to do so will result in improper equipment operation.




